A fixed radius buffer zone was created around each groundwater supply site based on the pumping rate. If the pumping rate was less than or equal to 2,500 gpd, a radius of 500 feet was used. If the pumping rate was greater than 2,500 gpd but less than or equal to 5,000 gpd, a radius of 750 feet was used. If the pumping rate was greater than 5,000 gpd and less than or equal to 10,000 gpd, a radius of 1,000 feet was used. If the pumping rate was greater than 10,000 gpd and less than or equal to 25,000 gpd, then a radius of 1,500 feet was used.
There were two exceptions to this fixed radius buffer procedure. The first was for any groundwater site less than or equal to 25,000 gpd that was in a Karst or mine area. These locations regardless of their pumping rate less than 25,000 gpd were buffered 2,000 feet. The second exception was for sites over 25,000 gpd. For these sites, hydro geologic and/or analytical mapping delineations will be done by personnel at the Bureau of Public Health. These were only identified in SWPS as being a well location and are left to more sophisticated groundwater modeling software.
To perform buffers automatically, the user can use the GIS to create buffers dialog within SWPS susceptibility ranking menu option. The automatic fixed radius buffering requires knowledge about the pumping rate and fixed radius distance. This information is provided in a pulldown text information box within the susceptibility ranking menu option.
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The ability to interactively delineate watersheds and zones of critical concern is built into SWPS. In this section, the watershed delineation tool is discussed, followed by the zone of critical concern delineation tool.
Watershed Delineation
SWPS allows the user to delineate a watershed for any mapped stream location in the state. The watershed is delineated based on the user-clicked point and it is added to the current view's table of contents as a new theme or map layer labeled "Subwatershed." The drainage area is reported back to the user as well. If only drainage area is requested, a separate tool allows for quick query of stream drainage area in acres and square miles, without waiting for the watershed boundary to be calculated.
The watershed delineation is driven by a hydrologically correct digital elevation model (DEM). The DEM is corrected using stream centerlines for all 1:24,000 streams. The stream centerlines are converted to raster cells and DEM values are calculated for each cell. All offstream DEM cells are raised by a value of 20 meters to assure the DEM stream locations are the lowest cells in the DEM. This step is necessary to assure of more accurate watershed delineations especially at the mouth of the watersheds. After the DEM is filled of all spurious sinks, flow direction and flow accumulation grids are calculated. These grids help determine the direction of flow and the accumulated area for each cell in the landscape. These grids were necessary for watershed delineation to occur and are important inputs for finding the zones of critical concern for surface water intakes.
Surface Water Zones of Critical Concern
Stream velocity is the driving factor for determining a five-hour upstream delineation for each surface water intake in WV. Only with stream velocity calculated was it possible to include factors such as high bank-full flow, average flow, stream slope, and drainage area all at once. The velocity equation used in this study came from a report titled "Prediction of Travel Time and Longitudinal Dispersion in Rivers and Streams" (US Geological Survey, Water-Resources Investigations Report 96-4013, 1996) . In this report, data were analyzed for over 980 subreaches or about 90 different rivers in the United States representing a wide range of river sizes, slopes, and geomorphic types. The authors found that four variables were available in sufficient quantities for a regression analysis. The variables included the drainage area (D a ), the reach slope (S), the mean annual river discharge (Q a ), and the discharge at the section at time of the measurement (Q). The report defines peak velocity as:
The dimensionless drainage area as:
Where g is the acceleration of gravity. The dimensionless relative discharge is defined as:
Q ' a = Q/Q a www.intechopen.com
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The equations are homogeneous, so any consistent system of units can be used in the dimensionless groups. The regression equation that follows has a constant term that has specific units, meters per second. The most convenient set of units for use with the equation are: velocity in meters per second, discharge in cubic meters per second, drainage area in square meters, acceleration of gravity in m/s2, and slope in meters per meter.
The equation derived in the report and the equation used in this study for peak velocity in meters per second was the following: Once a velocity grid was calculated as described above, it was used as an inverse weight grid in the flowlength ArcGIS (ESRI, 2010) command. The flowlength command calculates a stream length in meters. If velocity is in meters per second, the inverse velocity as a weight grid will return seconds in our output grid. This calculation of seconds would track how long water takes to move from every cell in the state where a stream is located to where it leaves the state. The higher values will exist in the headwater sections of a watershed. By querying the grid, it is possible to add the appropriate travel time to the cell value and this will the time of travel for an intake. All cells above an intake by 18,000 seconds (5 hours) will be the locations in which water would take to reach the intake.
To use this methodology, GIS data layers had to be calculated for drainage area, stream slope, annual average flow, and bank-full flow for all of WV. The sections below describe how each of these grids was created.
Drainage area
To obtain a drainage area calculation for every stream cell in the state required a hydrogically correct DEM. The process of creating a hydrologically correct DEM was covered in the watershed delineation component described earlier. For example, if the direction of steepest drop were to the left of the current processing cell, its flow direction would be coded as 16. If a cell is lower than its 8 neighbors, that cell is given the value of its lowest neighbor and flow is defined towards this cell (ESRI, 2010) .
The accumulated flow is based upon the number of cells flowing into each cell in the output grid. The current processing cell is not considered in this accumulation. Output cells with a high flow accumulation are areas of concentrated flow and may be used to identify stream channels. Output cells with a flow accumulation of zero are local topographic highs and may be used to identify ridges. The equation to calculate drainage area from a 20-meter cell sized flow accumulation grid was:
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Stream slope
Stream slope was calculated for each stream reach in the state. A stream reach is not necessarily an entire stream but only the section of a stream between junctions. The GIS command streamlink was first used to find all unique streams between stream intersections or junctions. For each of these reaches, the length was calculated from the flowlength GIS command. Having the original DEM allowed us to find the maximum and minimum values for each of the stream reaches. The difference in the maximum and minimum elevations for the stream reach divided by the total reach length gave us our stream reach slope in meters per meter.
Annual average flow
Annual average flow for each stream cell location was found based on a relationship between drainage area and gauged stream flow. For 88 gauging stations in WV, covering many different rainfall, geological, and elevation regions, we assembled a table of drainage area for the gauges versus the historic annual stream flow for the gauge. After fitting a linear regression line for this data set, we found the following equation for annual stream flow setting the y intercept to zero. 
Bank-full flow
The last input for the velocity equation was the bank-full flow measure. Just as with annual average flow, this required a modeled value for every raster stream cell in WV. Using the 0.00 200.00 400.00 600.00 800.00 1000.00 1200.00 1400.00 1600.00 drainage area sq miles mean flow in cfs 8 same approach to regressing drainage area to gauged stream flow as performed to find an annual average flow equation, this equation was used to find bank-full flow. Bank-full flow as defined by the Bureau of Public Health, is 90% of the annual high flow. To find the 90% of high flow for each gauging station, all historic daily stream flow data was downloaded for each of the 88 gauging stations. This data was then sorted lowest to highest and then numbered lowest to highest after removing repeating values. The value of flow at the 90% of the data became the bank-full flow value for that gauge. These values were then regressed against drainage area at the gauge. The linear regression equation for bank-full stream flow setting the y intercept to zero is listed below. The interactive zone of critical concern ability of SWPS delineates the upstream contributing area for a surface water intake in the following way. First, the user locates the surface water intake and makes sure the intake is on the raster stream cell. A button on the interface then initiates the model. The model will query the time of travel value for the intake and then add 18,000 seconds (5 hours) to the queried value upper range. All cells which fit this range are identified and the stream order attribute retrieved for those cells. All cells that are on the main stem stream where the intake existed are buffered 1000 feet on each side of the stream. All tributaries to the main stem are buffered 500 feet on each side of the stream. Next, a watershed boundary for the location of the intake is delineated and used to clip any areas of the buffer that may extend beyond ridgelines. And lastly, the surface water intake is buffered 1000 feet and combined with the clipped buffer to include areas 1000 feet downstream of the intake. This interactive ability allows zones of critical concern to be delineated for any river or stream in WV. Only large rivers which border WV, such as the Ohio, Tug, and Potomac can not be interactively delineated using this method. This is due to unknown drainage areas for these bordering rivers and unknown tributaries to these major rivers coming from the bordering states. This is the major limitation of this modeling approach for WV at this time and in the next version of this watershed tool will account for all outer drainage influences.
The Ohio River Sanitation Commission (ORSANCO) is responsible for delineating zones of critical concern for the intakes along the Ohio River. ORSANCO uses uniform 25-mile upstream distances for zones of critical concern for intakes along the Ohio River. This same approach could be applied to other rivers such as the Tug and Potomac in WV.
For reservoirs and lakes within the watershed delineation area, a set of standards was set by the Bureau of Public Health and was used in this study. For a reservoir, a buffer of 1000 feet on each bank and 500 feet on each bank of the tributaries that drain into the lake or reservoir was used. When a lake or reservoir is encountered within the five-hour time of travel, a specific delineation was used. If the length of the lake/reservoir was less than or equal to the five hour calculated time of travel distance from the intake, then the entire water body was included. If the length of the lake/reservoir was greater than the calculated five hour time of travel distance from the intake, then the section of water body within the five hour time of travel distance was used to establish the zone of critical concern.
Component 5. Stream flow model from multivariate regression

Overview
This project component for SWPS used multivariate techniques to evaluate stream flow estimation variables in West Virginia. The techniques included correlation analysis, multiple regression, cluster analysis, discriminant analysis and factor analysis. The major goal was to define watershed scale factors to estimate the stream flow at recorded USGS gauges. To do this, the contributing area upstream of each gauge was first delineated. Next, annual averages of precipitation and temperature and landscape based variables for the contributing upstream area were calculated and regressed against 30-year average annual flow at the USGS gauge. Results from the statistical analysis techniques found the most important variables to be upstream drainage area, 30-year annual maximum temperature, and stream slope. While this analysis was limited by the availability of data and assumptions to predict stream flow, the results indicate that stream flow can be modeled with reasonably good results.
The following sections include a review of the literature on stream flow estimation techniques, a description of the variables used in this study to predict stream flow, the multivariate statistical methods, and a discussion of results and limitations of the study.
Literature Review
The intent of this literature review was to determine variables that were used to estimate stream flow in other studies, identify different statistical procedures, and to find limitations in this study based on other papers.
The impact of land-use, climate change and groundwater abstraction on stream flow was examined by Qerner et al. (1997) . They analyzed the effects of these factors using physical models BILAN, HBVOR, MODFLOW and MODGROW. The models were used to simulate the impact of afforstation, climate warming by 2 and 4 degrees Celsius in combination with an adoption of the precipitation changes in groundwater recharge and groundwater abstractions on stream flow droughts. The authors found that all the physical models can be used to assess the impacts of human activities on stream flow. They also concluded that based on some climate change scenarios they followed out, that the deficit volume of water is very sensitive to both an increase in temperature and a change in precipitation. Even in basins with abundant precipitation, the warming of 2 degrees Celsius would result in a rise in the deficit volume of water by 20 percent. Their findings also acknowledge the importance of using precipitation, temperature, groundwater recharge and groundwater abstractions along with water storage holding capacity of watersheds. Timofeyeva and Craig (1998) used Monte Carlo techniques to estimate month by month variability of temperature and precipitation for drainage basins delineated by a digital elevation model. They also used a runoff grid from the digital elevation model to estimate discharge at selected points and compared this to known gauge station data. The variance of temperature was modeled as the standard error of the regression from the canonical regression equation. For precipitation, they modeled the variance as the standard error of the prediction. This was done to achieve unbiased estimators. When comparing the climate and resulting runoff and stream flow estimators calculated by Monte Carlo estimation, to the observed flow, the simulated results were within the natural variability of the record (Timofeyeva and Craig, 1998) .
Long-range stream flow forecasting using nonparametric regression procedures was developed by Smith, (1991) . The forecasting procedures, which were based solely on daily stream flow data, utilized nonparametric regression to relate a forecast variable to a covariate variable. The techniques were adopted to develop long-term forecasts of minimum daily flow of the Potomac River at Washington, D.C. Smith's key finding was that to implement nonparametric regression requires the successful specification of "bandwidth parameters." The bandwidth parameters are chosen to minimize the integrated mean square error of forecasts. Basically, his stream flow technique focussed on examining past history of stream flow and making nonparametric regression forecasts based on what is likely to occur in the future. No additional variables besides historic flow were used to model future conditions.
Another nonparameteric approach to stream flow simulation was done by Sharma et al. (1997) . They used kernal estimates of the joint and conditional probability density functions to generate synthetic stream flow sequences. Kernal density estimation includes a weighted moving average of the empirical frequency distribution of the data (Sharma, et al. 1997) . The reason for this method is to estimate a multivariate density function. This is a nonparametric method for the synthesis of stream flow that is data driven and avoids prior assumptions as to the form of dependence (linear or non linear) and the form of the probability density function. The authors main finding was that the nonparametric method was more flexible for their study than the conventional models used in stochastic hydrology and is capable of reproducing both linear and nonlinear dependence. In addition, their results when applied to a river basin indicated that the nonparametric approach was a feasible alternative to parametric approaches used to model stream flow.
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Tools for Watershed PlanningDevelopment of a Statewide Source Water Protection System (SWPS) 11 Garren (1992) noted that although multiple regression has been used to predict seasonal stream flow volumes, typical practice has not realized the maximum accuracy obtainable from regression. The forecasting methods he mentions which can help provide superior forecasting include: (1) Using only data known at forecast time; (2) principal components regression; (3) cross validation; and (4) systematically searching for optimal or near-optimal combinations of variables. Some of the variables he used included snow water equivalent, monthly precipitation, and stream flow. The testing of selection sites for a stream flow forecasting study, he feels should be based on data quality, correlation analyses, conceptual appropriateness, professional judgement, and trial and error. The use of principal components regression provides the most satisfactory and statistically rigorous way to deal with intercorrelation of variables. He concluded that the maximum forecast accuracy gain is obtained by proper selection of variables followed by the use of principal components regression and using only known data (no future variables).
The results of a multiple-input transfer function modeling for daily stream flow using nonlinear inputs was studied by Astatkie and Watt (1998) . They argue that since the relationship between stream flow and its major inputs, precipitation and temperature, are nonlinear, the next best alternative is to use a multiple input transfer function model identification procedure. The transfer function model they use includes variables such as type of terrain, drainage area, watercourse, the rate of areal distribution of rainfall input, catchment retention, loss through evapotranspiration and infiltration into the groundwater, catchment storage, and melting snow. When comparing their modeling technique for stream flow to that of a nonlinear time series model, they found their transfer function model to be direct and relatively easy for modeling multiple inputs. They also found it more accurate in head to head tests against the nonlinear time series model. Since stream flow modeling is an outcome of many runoff estimation models, the literature for deriving runoff grids is applicable to stream flow studies. Anderson and Lepisto (1998) examined the links between runoff generation, climate, and nitrate leaching from forested catchments. One of the things they sought out to prove in their study was that climate will influence the amount of nitrate that can be leached from the soil and the water flow that will transport it to the streams. They found that a negative correlation existed between stream flow and temperature. Significant positive correlation between modeled surface runoff and concentrations of nitrate was found when they considered periods of flow increases during cold periods. Their study identified the importance for identifying and calculating the surface runoff fraction, daily dynamics of soil moisture, groundwater levels, and extensions of saturated areas when doing a contaminant transport or flow estimation study.
In another study, Moore (1997) sought to provide an alternative to the matching strip, correlation, and parameter-averaging methods for deriving master recession characteristics from a set of recession segments. The author then choose to apply the method to stream flow recession segments for a small forested catchment in which baseflow is provided by drainage of the saturated zone in the shallow permeable soil. The plots indicated the recessions were non-linear and that the recessions did not follow a common single valued storage outflow relation. The final decision was a model with two linear reservoirs that provided substantially better fit than three single reservoir models, indicating that the form of the recession curve probably depends on not just the volume of subsurface storage, but also on its initial distribution among reservoirs. Gabriele et al. (1997) developed a watershed specific model to quantify stream flow, suspended sediment, and metal transport. The model, which estimated stream flow, included the sum of three major components: quick storm flow, slow storm flow, and longterm base flow. Channel components were included to account for timing effects associated with waters, sediments, and metals coming from different areas. Because of relatively good results from the modeling process, the conceptualizations supported that the study area river was strongly influenced by three major components of flow: quick storm flow, slow storm flow, and long-term base flow. Therefore, sediment inputs can be associated with each of those stream flow components and assign metal pollution concentrations to each flow and sediment input. F r o m t h i s r e v i e w o f o t h e r s t u d i e s , v a r i a b l e s w e r e d e t e r m i n e d t h a t h a v e b e e n u s e d successfully in stream flow estimation. Examining the limitations of other studies has also provided insight into data layers that may not be able to include. Of the statistical techniques used, the multivariate approach, in which components are added or subtracted to achieve the best fit possible, is a sound statistical procedure. In addition to this approach, testing the correlations between variables is another way of finding a model for estimating stream flow in WV.
Methodology
The first step in assembling data for this study was to delineate the total upstream contributing area for each of thirteen USGS gauge stations in West Virginia. Figure 3 displays the location of each gauge and the defined upstream drainage area for that gauge. 
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For every drainage area, the following criteria were calculated; total area, 30 year average annual precipitation, 30 year average annual maximum temperature, 30 year average annual minimum temperature, average drainage area slope, and stream slope. These variables were explanatory variables, which would be regressed against the dependent variable, the 30year average annual flow recorded at the gauge stations. The figures 4 to 7 show the distribution of 30-year precipitation, maximum temperature, minimum temperature, and elevation across the different areas. By using GIS techniques, it was possible to find the average value in the drainage areas along with drainage area slope and stream slope for each of the variables. The data for each gauge area and assembled variables is summarized in Kachigan, 1986) . However, in this study the values were not normalized due to the spatial nature of the information source. It was necessary to identify and incorporate the spatial variability across the entire study area at the statewide level. The end use of our regression relationship is the ability to query any raster stream cell and report all the unique information from the spatial analysis. Stream flow and water quality decisions for permitting may occur in high elevation cold headwater segments as well as large river systems with much accumulated drainage. Because the study area had unique topographic features that were to be regressed against representative stream flow information, the gauge driven delineated watersheds were chosen to represent this differentiation as best as possible as shown in Figure 3 . 
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The next step in analyzing the data was to use generate a best-fit line plot for each of the independent variables in table 1 regressed against the dependent variable stream flow. These plots are shown in figures 15 to 20. From these best-fit line plots, the area, stream slope, and watershed slope variables had the best R squared values and positive linear relationship. The maximum and minimum temperature variables along with precipitation had the worst linear fit with stream flow. Their R squared values were very low with the precipitation variable looking very random in describing stream flow. At this point in the analysis it appeared that the area, stream slope and watershed slope will be the better variables to predict stream flow.
While the linear regression plots provided some idea of the extent of the relationship between two variables, the correlation coefficient gives a summary measure that communicates the extent of correlation between two variables in a single number (Kachigan, 1986) . The higher the correlation coefficient, the more closely grouped are the data points representing each objects score on the respective variables. Some important assumptions of the correlation coefficient are that the data line in groupings that are linear in form. The other important assumptions include that the variables are random and measured on either an interval or a ratio scale. In addition, the last assumption for the use of the correlation coefficient is that the two variables have a bivariate normal distribution. The correlation matrix for the data used in this study is shown in The variables with significant correlations (R > .7) are shaded in table 3. The variables listed in order of highest correlation to lowest significance are mintemp and maxtemp, flow and area, precip and maxtemp, and precip and mintemp. The correlations between the weather data were expected. In areas of higher precipitation, the temperature will be cooler (the annual averages for maximum temperature will be lower and the annual average for minimum temperatures will be lower) hence the high negative correlation. The other high positive correlated variables indicate that the variation in one variable will lead to variation in the other variable. For regression analysis the variables should be independent. Collinearity refers to linear relationships within the variables. The amount of multicollinearity across variables can be examined with principal component analysis of a sample correlation matrix (Sundberg, 2002) among other methods to remove dependence. This study examined the smallest eigenvalue and eliminated variables with values less than 0.05 as an indication of substantial collinearity (Hocking, 1996) . As expected the precipitation variables were not independent to the elevation data and therefore removed.
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Performing regression analysis on the data was the next step in formulating a relationship and model to predict and estimate stream flow. Using the technique by Garren (1992) a regression equation with all the remaining variables was created, evaluate the P values of each variable, and eliminate variables until the highest adjusted R square is found. The first run with the regression analysis indicates that the variables area, strmslop and maxtemp will have the most influence on flow because of their low P values. Table 4 shows the regression analysis including all the variables. Table 4 . Regression analysis including all variables By systematically removing the variables with a high P value and noting the R squared adjusted value, it was possible to arrive at a final set of variables to use in a regression equation to estimate stream flow. Table 5 shows the regression analysis results after removing the variable with the highest P value (mintemp). The next procedure used in the analysis was discriminant analysis. This technique was used to identify relationships between qualitative criterion variables and the quantitative predictor variables in the dataset. The objective was to identify boundaries between the groups of watersheds that the gauges were associated. The boundaries between the groups are the characteristics that distinguish or discriminate the objects in the respective groups. Discriminant analysis allows the user to classify the given objects into groups -or equivalently, to assign them a qualitative label -based on information on various predictor or classification variables (Kachigan, 1992) .
The gauge station dataset was assigned a qualitative variable based on which major drainage basin in West Virginia the area was located. The major basins used were the Monongahela (m), Gauley (g) and Other (x). The class "other" was assigned to gauges that did not fall in the Monongahela or Gauley drainage basins. Running the discriminant analysis in Minitab produced the results shown in table 7.
Only gauge one and gauge five were reclassified from the discriminant analysis results. It should be noted however that the discriminant function should be validated by testing its efficacy with a fresh sample of analytical objects. Kachigan (1986) notes that the observed accuracy of prediction on the sample upon which the function was developed will always be spuriously high, because we will have capitalized on chance relationships. The true discriminatory power of the function will be found when tested with a completely separate sample.
By using discriminant analysis, it enabled the investigation of how the given groups differ. In the next analysis step, cluster analysis, the goal is to find whether a given group can be partitioned into subgroups that differ. The advantage of the approach is in providing a better feel of how the clusters are formed and which particular objects are most similar to one another.
The cluster analysis was performed with distance measures of Pearson and Average and link methods of single and Euclidean. The Average and Euclidean choices worked the best in identifying clusters. Figure 21 shows the dendrogram results and Table 8 . Hierarchical cluster analysis of observations From the clustered results, gauges 1 and 7 (g1 and g13) are the most alike and merge into a cluster at around 85 on the similarity scale. Gauges 3 and 11 (g7 and g22) are the next most similar at the 78 level. However, these objects do not form the same cluster until a lower level of similarity around the 35 level. By clustering the objects, we were able to identify groups that are alike and because of the small dataset, it was easy to examine the data table and discover values that make the objects similar.
After cluster analysis, the choice was made to perform a factor analysis as an aid in data reduction. Although there were only seven variables, the possibility existed to gain insight into removing the duplicated information from among the set of variables. The results were assembled as a loading plot -figure 22, a score plot - figure 23 , and a scree plot -figure 24.
The output session data is listed in table 9.
www.intechopen.com Table 9 . Factor analysis From these results, the variables high in loadings on a particular factor would be those which are highly correlated with one another, but which have little or no correlation with the variables loading highly on the other factors. The negative loading variable has a meaning opposite to that of the factor. The size of the loading is an indication of the extent to which the variable correlates with the factor.
Limitations, and Discussion of Results
The limitations with this study can be attributed to the number of gauges used and the variables used to predict stream flow. With more complete data over the state, it would have been able to assemble more gauges for this component of the project. Also, if possible it would have been good to include variables used to describe interception, evapotranspiration, infiltration, interflow, saturated overland flow, and baseflow from groundwater. The rate and areal distribution of rainfall input would have been helpful in establishing the catchment retention.
Other issues with the data collection make the estimation of stream flow difficult. First, there is very high variability in recording stream flow data. The stream flow variable exhibited the highest standard deviation and variation across the year. Second, taking yearly annual averages was a crude method in which to characterize the varying conditions that occur across seasons, months, weeks, and even days. Third, the precipitation and temperature data used in the study needed to be better allocated to the gauge drainage areas (as compared to using the drainage area average for the variable) because of the amount of variability that is present in the entire watershed for the precipitation and temperature data. Overall, the choice of variables to analyze were appropriate based on the success other studies found. In the study the results of the multivariate regression indicated that stream flow could best be estimated using area, stream slope and 30 year annual average maximum temperature. Other data analysis techniques revealed the correlation present between the two temperature variables, flow and area, and precipitation to the two temperature variables.
The last important summary from the tests came from the cluster analysis that grouped the gauge station objects based on similarity. The grouped gauges shared the same ecoregions. Ecoregions are defined as "regions of relative homogeneity in ecological systems or in relationships between organisms and their environments" (Omernik 1987) . Omernik (1987) mapped the ecoregions of the conterminous United States, based on regional patterns in individual maps of land use, land surface form, potential natural vegetation, and soils. A discriminant analysis using the ecoregion of each gauge station catchment area would have been a better choice than the using the major river basins used in this study. The similar gauge station catchment areas identified by the cluster analysis and the associated ecoregion borders in West Virginia are displayed in figure 25 .
Component 6. The environmental database
An environmental database of point data was included within SWPS. These points are found in the shapefiles directory of SWPS and are loaded for viewing when a user defines a study area location in the state. A brief listing of some of the files in the environmental database follows: 
Component 7. UTM latitude/longitude conversion utility
This capability of SWPS allows the user to map coordinates in degrees, minutes and seconds by using an input dialog screen. The user's points are then mapped in the UTM zone 17 projection. Points may be added to an existing point feature theme or a new point theme can be created. The ability to type coordinates and have the points reprojected saves the user many extra steps. In addition to mapping points from user input, a point can be queried for its x and y locations in UTM, stateplane, or latitude and longitude coordinates. The user can identify locations quickly by clicking anywhere in the display to report this information.
Component 8. Statewide map/GIS data layers
All GIS data is organized in the shapefiles and grids directories of SWPS. This data is listed below. These datasets are provided in addition to the data listed in the environmental database discussed in component 6. 
Component 9. Water quality modeling capability
The water quality modeling capabilities of SWPS are built using a landscape driven approach that uses a predefined runoff and cumulative runoff grid to drive the analysis. It is essentially a weighted mass balance approach that will show changing concentrations and loadings based on changing flow conditions only. The runoff grid is based on a relationship between rainfall and stream flow. It is the main factor that directs flow directions to the stream or steepest path direction and estimates the stream flow.
The assumptions/limitations of this water quality modeling approach are the following:
1. Streams have the same hydrogeometric properties (stream slope, roughness, width, and depth). 2. Also assumed are that the streams have the same ecological rate constants (reareation rates, pollution decay rates and sediment oxygen demand rate). 3. Transport of pollutants is considered to be conservative (values get averaged over changing flow conditions only) -> no loss or decay of pollutants is considered Does not consider infiltration, or ground water flow additions 5. Does not include atmospheric conditions such as evapotranspiration The water quality model in SWPS can be used in two different ways. The first is when the user has collected point locations of water quality data and wants to associate the sampled data to instream concentrations and loadings downstream of the sampling points. This is essentially a weighted mass balance approach using the stream flow and sampled locations to associate the point location information to stream condition. The input data using this method needs to be in Mg/L. The resultant modeled levels are reported back as stream values in Mg/L for concentration and Kg/Yr. for loading. The advantage of this first method of using sampled data is that it allows the user to see how the data location information can be used to estimate downstream conditions away from the sampling site.
The second way the water quality model in SWPS can be used is in estimating total nitrogen, phosphorous and total suspended solids as concentrations and loadings in the stream based on expected mean concentrations from land use/cover classes. This method does not require any sampled water quality but uses the cover classes from a land use/cover grid (30meter-cell size). The thirteen classes for West Virginia from this data set were aggregated to six general classes because loading values for nitrogen, phosphorous and total suspended solids were only available for those six classes. The aggregated classes and the corresponding classes included: The nutrient export coefficients above are multiplied by the amount (area) of a given land cover type. It is used as a simulation to estimate the probability of increased nutrient loads from land cover composition. It should be noted that there are factors other than land cover that contribute to nutrient export and these are rarely known with certainty. Some of the factors that may vary across watersheds and may change the expected mean concentration results include: The susceptibility ranking model within SWPS was constructed using the steps defined within the West Virginia Surface Water Assessment Program (SWAP) document. The susceptibility ranking for ground water systems was based on the physical integrity of the well and spring infrastructure; hydrologic setting; inventory of potential contaminant sources and land uses, and water quality. The susceptibility ranking for surface water systems was based on water quality and the inventory of potential contaminant sources. A more detailed explanation of the ground and surface water susceptibility models follows.
Groundwater susceptibility model
To determine the groundwater susceptibility for a site, the physical barrier effectiveness is first calculated. Physical barrier effectiveness is the Tier 1 assessment. It is used to note if there is a known impact on water quality, evaluate the source integrity as low or high, and to find the aquifer vulnerability. Based on these results, the physical barrier effectiveness can be determined as having high, moderate, or low potential susceptibility. If there is a known impact on water quality, then the model automatically goes to the Tier Two assessment and sets the groundwater susceptibility as being high. If there is no known impact on water quality then the source integrity and aquifer vulnerability set the physical barrier effectiveness for the Tier Two assessment. The aquifer vulnerability is determined from the different scenarios listed below; Again, if there is no known impact on water quality, this method will determine the physical barrier effectiveness as being high, moderate or low susceptibility. If there is a known water quality impact then the final groundwater susceptibility is high.
If
Using the physical barrier effectiveness with the land use concern level determines the final groundwater susceptibility. The land use concern level is determined from the percentage of land use in the buffered groundwater site. The percentage of land use was found for every buffered location. In cases where the groundwater site had a pumping rate over 25,000 gpd, no buffer was created. For these groundwater sites no land use percentage was calculated.
The final groundwater susceptibility is rated as:
 High if the physical barrier effectiveness is high  High if the land use concern is high and the physical barrier effectiveness is moderate  Moderate if the land use concern is medium or low and the physical barrier effectiveness is moderate  Moderate if the land use concern is high or medium and the physical barrier effectiveness is low  Low if the land use concern is low and the physical barrier effectiveness is low
The percentage of land use is reported to the user before the tier one assessment appears. He or she needs to know the associated concern levels with the percentage of land uses that are reported for each groundwater site. By not hard coding in the land use concern levels for each buffer, the user has the ability to perform "what if" type scenarios if existing land use changes or is different than what currently exists.
Surface water susceptibility model
The surface water susceptibility model is slightly less complicated than the groundwater model. For the surface water susceptibility determination, the percent of land use was calculated for each of the zone of critical concern. The land use concern level, and if there is a known water quality impact, are the two factors which are used to determine the surface water susceptibility. As in the groundwater model, the percent land use is presented to the user before the model is run so the user can make a determination and perform "what if" type scenarios with differing land use within the zone of critical concern. If there is a known water quality impact, then the surface water susceptibility is automatically high. If there is no known water quality impact, then the final surface water susceptibility is:  High if land use concern level is high  High if land use concern level is medium  Low if land use concern level is moderate
Summary and Conclusion
Drinking water is a critical resource that continues to need protection and management to assure safe supplies for the public. Since agencies to protect water resources operate at mostly state jurisdictions, it is important to implement a system at a statewide level. This chapter discussed watershed tools that integrate spatially explicit data and decision support to assist managers with both surface and ground water resources. It has three major components which include; an ability to delineate source water protection areas upstream of supply water, an inventory of potential contamination sources within various zones of critical concern, and the determination of the public drinking water supply systems
